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3560 Nevada St. Pleasanton CA 94566

925-454-2361 (office) 925-454-2367 (fax)

FIRE ALARM SYSTEM MAINTENANCE

Fire alarm systems shall be maintained in operable condition per 2019 California Fire Code (CFC)
901.6 and California Code of Regulations, Title 19 (CCR T19) 3.24 Maintenance of Systems. These
requirements apply to both code required and voluntary systems.

Per CFC 901.6.1, the inspection, testing, and maintenance for fire alarms must be in accordance
with NFPA 72 National Fire Alarm and Signaling Code 2016 Edition, hereinafter referred to
and NFPA 72.

Fire alarm systems vary from simple fire sprinkler monitoring systems to full life safety systems with
manual pull stations, smoke detectors, other detection appliances and horns and strobes throughout the
building. The frequency of the inspection, testing, and maintenance is determined by the
components making up the fire alarm system. In general, most components must be tested no less than
once per year; however, some components may require monthly or semiannual testing. The required
frequencies are found in Chapter 14 of NFPA 72 and the qualification for individuals providing these
services are found in section 10.5.3 of NFPA 72.

All NFPA 72 inspection, testing, and maintenance records shall be maintained and available upon
request by the Livermore-Pleasanton Fire Department personnel for a period of not less
than six years per CFC 901.6.3. and CCR T19 904.1(b)

To ensure your fire alarm system inspection and testing intervals, and maintenance required by NFPA
72 is performed, we strongly recommend owners obtain a copy of the currently adopted NFPA 72
standard. If you have questions regarding your fire alarm system, including maintenance requirements,
do not hesitate to contact us.

For further information contact:
Livermore-Pleasanton Fire Department — Fire Prevention Bureau
3560 Nevada Street
Pleasanton, CA 94566
Phone: (925) 454-2361
Fax: (925) 454-2367
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